PDC Laboratoties, Inc.
2231 West Altotfer Drive
Peoria, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-01 Sampled: 12/09/17 14:20

Name: WV-WF1-1 1ST DRAW Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/22/17 10:08  12/22/17 14:45 KMC EPA 200.8

Sample: 7121785-02 Sampled: 12/09/17 14:20

Name: WV-WF1-2 2ND Recelved: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.37 ug/L 12/22/17 10:08  12/22/17 14:53 KMC EPA 200.8

Sample: 7121785-03 Sampled: 12/09/17 14:16

Name: WV-WF2-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 2.24 ug/L 12/22/17 10:08  12/22/17 14:54 KMC EPA 200.8

Sample: 7121785-04 Sampled: 12/09/17 14:16

Name: WV-WF2-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 3.09 ug/L 12/22/47 10:08  12/22/17 14:55 KMC EPA 200.8

Sample: 7121785-05 Sampled: 12/09/17 14:18

Name: WV-WF3-1 18T Recelved: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/22/17 10:08  12/22/17 14:56 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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PDC Laboratoties, Inc.
2231 West Altotfer Drive
Peoria, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-06 Sampled: 12/09/17 14:18

Name: WWV-WF3-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.33 ug/L 12/22/17 10:08  12/22/17 14:57 KMC EPA 200.8

Sample: 7121785-07 Sampled: 12/09/17 14:07

Name: WV-WF4-11ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/22/47 10:08  12/22/17 14:58 KMC EPA 200.8

Sample: 7121785-08 Sampled: 12/09/17 14:07

Name: WV-WF4-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier ~ Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/22/17 10:08  12/22/17 15:00 KMC EPA 200.8

Sample: 7121785-09 Sampled: 12/09/17 13:43

Name: WV-WF5-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/22117 10:08  12/22/17 15:01 KMC EPA 200.8

Sample: 7121785-10 Sampled: 12/09/17 13:43

Name: WV-WF5-2 2ND Received: 12/11/17 10:00

Alias: WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Msthod
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 12:47 KMC EPA 200.8

Customer #: 264790

www.pdclab.com

| Page3o0f26




PDC Laboratoties, Inc.
2231 West Altotfer Drive
Peotia, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-11 Sampled: 12/09/17 13:44

Name: WV-WF6-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifler Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 12:49 KMC EPA 200.8

Sample: 7121785-12 Sampled: 12/09/17 13:44

Name: WV-WF6-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 12:50 KMC EPA 200.8

Sample: 7121785-13 Sampled: 12/09/17 13:25

Name: WV-WF7-118T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 12:54 KMC EPA 200.8

Sample: 7121785-14 Sampled: 12/09/17 13:25

Name: WV-WF7-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 12:56 KMC EPA 200.8

Sample: 7121785-15 Sampled: 12/09/17 14:31

Name: WV-WF8-11ST Received: 12/11/17 10:00

Allas:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L R 12/26/17 10:20  12/26/17 12:57 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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PDC Laboratories, Inc.
2231 West Altorfer Drive
Peoria, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-16 Sampled: 12/09/17 14:31

Name: WV-WF8-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13:07 KMC EPA 200.8

Sample: 712178517 Sampled: 12/09/17 14:33

Name: WV-WF9-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1,00 ug/L 12/26/17 10:20  12/26/17 13:08 KMC EPA 200.8

Sample: 7121785-18 Sampled: 12/09/17 14:33

Name: WV-WF9-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier ~ Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13.09 KMC EPA 200.8

Sample: 712178519 Sampled: 12/09/17 13:20

Name: WV-101-S-1 18T Received: 12/11/17 10:00

Allas:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13:10 KMC EPA 200.8

Sample: 7121785-20 Sampled: 12/09/17 13:20

Name: WV-101-8-2 2ND Received: 12/11/17 10:00

Alias: WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/117 10:20  12/26/17 13:11 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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PDC Laboratoties, Inc.
2231 West Altorfer Drive
Peoria, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-21 Sampled: 12/09/17 13:22

Name: WV-102-S-1 1ST DRAW Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13:12 KMC EPA 200.8

Sample: 7121785-22 Sampled: 12/09/17 13:22

Name: WV-102-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 2.96 ug/L 12/26/17 10:20  12/26/17 13:14 KMC EPA 200.8

Sample: 71217856-23 Sampled: 12/09/17 13:24

Name: WV-103-S-11ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifler  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 13:15 KMC EPA 200.8

Sample: 7121785-24 Sampled: 12/09/17 13:24

Name: WV-103-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13:23 KMC EPA 200.8

Sample: 7121785-25 Sampled: 12/09/17 13:25

Name: WV-104-8-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Resuit Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13:24 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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PDC Labotatories, Inc.
2231 West Altotfer Drive
Peoria, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-26 Sampled: 12/09/17 13:25

Name: WV-104-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 13:25 KMC EPA 200.8

Sample: 7121785-27 Sampled: 12/09/17 13:26

Name: WV-105-S-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.42 ug/L 12/26/17 10:20  12/26/17 13:27 KMC EPA 200.8

Sample: 7121785-28 Sampled: 12/09/17 13:26

Name: WV-105-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13:28 KMC EPA 200.8

Sample: 7121785-29 Sampled: 12/09/17 13:27

Name: WV-106-S-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.83 ug/L 12/26/17 10:20  12/26/17 13:28 KMC EPA 200.8

Sample: 7121785-30 Sampled: 12/09/17 13:27

Name: WV-106-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.15 ug/L 12/26/17 10:20  12/26/17 13:30 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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PDC Laboratories, Inc.
2231 West Altorfer Drive
Peoria, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-31 Sampled: 12/09/17 13:33

Name: WV-201-S-1 1ST DRAW Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.58 ug/L Q2, R 12/26/17 10:20  12/26/17 13:31 KMC EPA 200.8

Sample: 7121785-32 Sampled: 12/09/17 13:33

Name: WV-201-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20 12/26/17 13:46 KMC EPA 200.8

Sample: 7121785-33 Sampled: 12/09/17 13:35

Name: WV-202-S-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Quallifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13:48 KMC EPA 200.8

Sample: 7121785-34 Sampled: 12/09/17 13:35

Name: WV-202-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier ~ Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.58 ug/L 12/26/17 10:20  12/26/17 13:48 KMC EPA 200.8

Sample: 7121785-35 Sampled: 12/09/17 13:37

Name: WV-203- S-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.10 ug/L 12/26/17 10:20  12/26/17 13:50 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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PDC Laboratoties, Inc.
2231 West Altotfer Drive
Peotia, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-36 Sampled: 12/09/17 13:37

Name: WV-203-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13:51 KMC EPA 200.8

Sample: 7121785-37 Sampled: 12/09/17 13:39

Name: WV-204-S-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20 12/26/17 13:52 KMC EPA 200.8

Sample: 7121785-38 Sampled: 12/09/17 13:39

Name: WV-204-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 13:53 KMC EPA 200.8

Sample: 7121785-39 Sampled: 12/09/17 13:41

Name: WV-205-S-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20 12/26/17 13:55 KMC EPA200.8

Sample: 7121785-40 Sampled: 12/09/17 13:41

Name: WV-205-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 14:03 KMC EPA 200.8
Customer #: 264790 I Page 9 of 26 I
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PDC Laboratoties, Inc.
2231 West Altorfer Drive
Peotia, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-41 Sampled: 12/09/17 13:47

Name: WV-206-S-1 1ST DRAW Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regutar Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 14:04 KMC EPA 200.8

Sample: 7121785-42 Sampled: 12/09/17 13:47

Name: WV-206-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 14:05 KMC EPA 200.8

Sample: 712178543 Sampled: 12/09/17 13:49

Name: WV-207-S-1 18T Received: 12/11/17 10:00

Alias;  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.02 ug/L 12/26/17 10:20  12/26/17 14:06 KMC EPA 200.8

Sample: 7121785-44 Sampled: 12/09/17 13:49

Name: WV-207-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 14:08 KMC EPA 200.8

Sample: 7121785-45 Sampled: 12/09/17 13:51

Name; WV-208-S-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier ~ Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 14:09 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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PDC Laboratories, Inc.
2231 West Altorfer Drive
Peoria, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 712178546 Sampled: 12/09/17 13:51

Name: WV-208-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier ~ Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 14:10 KMC EPA 200.8

Sample: 712178547 Sampled: 12/09/17 13:53

Name: WV-209-S-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20 12/26/17 14:11 KMC EPA 200.8

Sample: 7121785-48 Sampled: 12/09/17 13:53

Name: WV-209-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 14:19 KMC EPA 200.8

Sample: 7121785-49 Sampled: 12/09/17 13:55

Name: WV-210-S-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.04 ug/L 12/26/17 10:20  12/26/17 14:20 KMC EPA 200.8

Sample: 7121785-50 Sampled: 12/09/17 13:55

Name: WV-210-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 14:22 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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PDC Laboratoties, Inc.
2231 West Altotfer Drive
Peoria, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-51 Sampled: 12/09/17 13:57

Name: WV-211-S-1 1ST DRAW Received: 12/11/17 10:00

Alias;:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.02 ug/L 12/26/17 10:20 12/26/17 14:23 KMC EPA 200.8

Sample: 7121785-52 Sampled: 12/08/17 13:57

Name: WV-211-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 14:24 KMC EPA 200.8

Sample: 7121785-53 Sampled: 12/09/17 13:59

Name: WV-212-S-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.49 ug/L 12/26/17 10:20  12/26/17 14:25 KMC EPA 200.8

Sample: 7121785-54 Sampled: 12/09/17 13:59

Name: WV-212-8-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 14:28 KMC EPA 200.8

Sample: 7121785-55 Sampled: 12/09/17 14:03

Name: WV-303-S-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 15.1 ug/L 12/26/17 10:20  12/26/17 14:27 KMC EPA 200.8

Customer #; 264790

www.pdclab.com
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PDC Labotatories, Inc.
2231 West Altorfer Drive
Peotia, IL 61615

(800) 752-6651

ANALYTICAL RESULTS

Sample: 7121785-56 Sampled: 12/09/17 14.03

Name: WV-303-S-2 2ND Received: 12/11/17 10:00

Alias: WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20 12/26/17 14:36 KMC EPA 200.8

Sample: 7121785-57 Sampled: 12/09/17 14.05

Name: WV-304-S-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.97 ug/L 12/26/17 10:20  12/26/17 14:37 KMC EPA 200.8

Sample: 7121785-58 Sampled: 12/09/17 14:05

Name: WV-304-8-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 14:38 KMC EPA 200.8

Sample: 7121785-59 Sampled: 12/09/17 14:09

Name: WV-305-S-1 1ST Received; 12/11/17 10:00

Allas:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Quallifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 3.78 ug/L 12/286/17 10:20 12/26/17 14:39 KMC EPA 200.8

Sample: 7121785-60 Sampled: 12/09/17 14:09

Name: WV-305-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 14:40 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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PDC Labotatories, Inc.
2231 West Altotfer Drive
Peoria, IL 61615

(800) 752-6651

Customer #: 264790

www.pdclab.com

ANALYTICAL RESULTS

Sample: 7121785-61 Sampled: 12/09/17 14:11

Name: WV-306-S-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 2.80 ug/L 12/26/17 10:20  12/26/17 14:41 KMC EPA 200.8

Sample: 7121785-62 Sampled: 12/09/17 14:11

Name: WV-306-S-2 2ND Received: 12/11/17 10:00

Alias: WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20 12/26/17 14:43 KMC EPA 200.8

Sample: 7121785-63 Sampled: 12/09/17 14:13

Name: WV-307-S-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifler Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 272 ug/L 12/26/17 10:20  12/26/17 14:44 KMC EPA 200.8

Sample: 7121785-64 Sampled: 12/09/17 14:13

Name: WV-307-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/117 10:20  12/26/17 14:52 KMC EPA 200.8

Sample: 7121785-65 Sampled: 12/08/17 14:15

Name: WV-308-S-1 18T Recelved: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 3.03 ug/L 12/26/17 10:20  12/26/117 14:53 KMC EPA 200.8
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ANALYTICAL RESULTS

Sample: 7121785-66 Sampled: 12/09/17 14:15

Name: WV-308-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20 12/26/17 14:54 KMC EPA 200.8

Sample: 7121785-67 Sampled: 12/09/17 14.01

Name: WV-404-S-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 2.69 ug/L 12/26/17 10:20 12/26/17 14:56 KMC EPA 200.8

Sample: 7121785-68 Sampled: 12/09/17 14:01

Name: WV-404-S-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier  Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 14:57 KMC EPA 200.8

Sample: 7121785-69 Sampled: 12/09/17 14:26

Name: WV-KS-1-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead 1.48 ug/L 12/26/17 10:20  12/26/17 1458 KMC EPA 200.8

Sample: 7121785-70 Sampled: 12/09/17 14:26

Name: WV-KS-1-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Resuit Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20 12/26/17 14:59 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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ANALYTICAL RESULTS

Sample: 7121785-71 Sampled: 12/09/17 14:25

Name: WV-KS-2-1 1ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Resuit Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 15:00 KMC EPA 200.8

Sample: 7121785-72 Sampled: 12/09/17 14:25

Name: WV-KS-2-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20 12/26/17 15:09 KMC EPA 200.8

Sample: 7121785-73 Sampled: 12/09/17 14:24

Name: WV-KS-3-1 18T Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 15:10 KMC EPA 200.8

Sample: 7121785-74 Sampled: 12/09/17 14:24

Name: WV-KS-3-2 2ND Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/t 12/26/17 10:20  12/26/17 15:11 KMC EPA 200.8

Sample: 7121785-75 Sampled: 12/09/17 14:23

Name: WV-KS4-11ST Received: 12/11/17 10:00

Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Result Unit Qualifier Prepared Analyzed Analyst Method
Total Metals - PIA
Lead < 1.00 ug/L 12/26/17 10:20  12/26/17 15:12 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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ANALYTICAL RESULTS
Sample: 7121785-76 Sampled: 12/09/17 14:23
Name: WV-KS-4-2 2ND Received: 12/11/17 10:00
Alias:  WESTVIEW Matrix: Drinking Water - Regular Sample
Parameter Resuit Unit Qualifier ~ Prepared Analyzed Analyst Method
Total Metals - PIA
Lead <1.00 ug/L 12/26/17 10:20  12/26/17 156:13 KMC EPA 200.8

Customer #: 264790

www.pdclab.com
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NOTES

Specific method revisions used for analysis are available upon request.
Certifications

CHi - McHenry, IL
TNI Accreditation for Drinking Water, Wastewater, Hazardous and Solid Wastes Fields of Testing through IL EPA Lab No. 100279
INinois Department of Public Health Bacteriological Analysis in Drinking Water Approved Laboratory Registry No. 17556

PIA - Peoria, IL
TNI Accreditation for Drinking Water, Wastewater, Hazardous and Solid Wastes Fields of Testing through IL EPA Lab No. 100230
INinois Department of Public Health Bacteriological Analysis in Drinking Water Approved Laboratory Registry No. 17653
Wastewater Certifications: Arkansas (88-0677); lowa (240), Kansas (E-10338)
Hazardous/Solid Waste Certifications: Arkansas (88-0677), lowa (240); Kansas (E-10338)

SPMO - Springfield, MO
USEPA DMR-QA Program

STL - St. Louis, MO
TNI Accreditation for Wastewater, Hazardous and Solid Wastes Fields of Testing through KS Lab No. E-10389
Iinois Department of Public Health Bacteriological Analysis in Drinking Water Approved Laboratory Registry No. 171050

Drinking Water Certifications: Missouri (1050)
Missouri Department of Natural Resources

* Not a TNI accredited analyte

Qualifiers

Q2 Matrix Spike Duplicate failed % Recovery
R Matrix Spike/Matrix Spike Duplicate Failed %Relative Percent Difference

\ £ «-{\._.034 M}S«RV\M\&
D

Certified by:  Janet Clutters For Kurt Stepping, Senior Project Manager
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